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» Screw on adapter on valve bonnet and fasten with a 41 
mm width across flats wrench (set torque to 40 Nm).

Adjustment measure for setting the adapter plunger (shown  
with bonnet adapter already in place).

Pls note: valve lifting rod with adapter plunger must be fully 
pushed into valve housing before making measurement

Mounting the actuator on the valve bonnet adapter

» Loosen the two hexagon socket screws using a 4 mm 
key until the clamping bracket has opened to an extend 
that allows for sliding it onto the valve bonnet adapter.

 

» Gently push the actuator onto the valve bonnet adapter 
until it comes to a rest on the stop. 

» Tighten the hexagon socket screws with 10 Nm torque 
for clamping the mounting bracket on the valve bonnet 
adapter.

» Press key (7) on the control panel (see page 7) in order 
to  achieve gear disengagement (step 1).

 

» While holding key (7)  extend the lifting rod  until the 
plunger latches in the coupler. Extending the rod is 
achieved by turning  the manual override hexagon 
socket with a 4 mm hexagon socket key (step 2). In 
case of the lock not fully open push it up towards the 
stop before sliding the coupler over the plunger.
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E - 4111680

Cable colours:
1 = black
2 = red
3 = white
5 = orange

AC/DC 24V continous

Use appropriate tools for making connections. Cable 
cross section required is 0.75 mm 2.

Terminal 1: 0V
Terminal 2: 24 V AC/DC 
Terminal 3: (0) 0.5...10V control signal
Terminal 5: (0) 0.5...10V position feedback

» Push the coupler lock downwards in the direction of the 
arrows in order to secure the connection.

Electrical wiring

Warning: When making electrical connections be sure that all 
cabling is fully de-energized.
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Display and control elements

(1) Direction of stroke switch
Switch over: Direction of stroke
changes

(2) Cover, POP button
(3) POP button (POP = Power-Off-

Position)
(4) Scale for manual adjustment
(5) Position for adjustment with tool
(6) Service plug 

for parameterisation and service tools
(7) Gear disengagement button
 Press button: Gear disengaged,

motor stops, manual override pos-
sible
Release button: Gear engaged, stan
dard mode

(8) Push-button (LED yellow)
Press button: Confirmation of adres-
sing

(9) Push-button (LED green)
Press button: 
Triggers stroke adaption, followed by
standard mode

(10) Manual Override
Clockwise:
Actuator spindle extends
Counterclockwise:
Actuator spindle retracts

Meaning/function of  LED displays

LED 
yellow 
(8)

LED 
green 
(9)

Meaning/function

Off On Operation OK

Off Flashing POP-Funktion aktiv

On Off Pre-charging time SuperCap
Fault SuperCap
wiring error in supply

Off Off Not in operation

On On Adaption process active

Flicker-
ing

On Communication active
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Explaination of the functions and control elements
Delivery condition

Delivery of the unit is with fully retracted lifting rod. The capaci-
tors implemented for power interruption bridging require approx-
imately 20 s of pre-charging time. The direction of stroke may be
changed with the according switch on the control panel.

When start-up (first-time power-on) is carried out the actuator will 
perform a stroke adaptation cycle (see below) during which oper-
ating range and position feedback will adapt to the mechanical 
setting range. 
The actuator is overload protected, requires no limit switches
and automatically stops when the end stop is reached. 

Direction of stroke switch

When actuated, the direction of stroke switch (1) changes the
running direction in normal operation. It has no influence on the
emergency setting position (POP) which has been set.

Emergency setting (POP button)

The turning knob „POP button“ (3) allows the manual setting of
the emergency position desired (Power-off-Position, POP) in 10
percent steps in the range from 0 to 100 percent (scale see (4)).

The percentage refers to the height of stroke set. The emer-
gency position is moved to when an electricity interruption of
more than 2 s occurs (setting may be changed to up to 10 s
using the MFT-P service tool). Any interruption shorter than the
value set will cause the actuator to stop at the current position.

Please note: In the „Tool“ position (5) of the turning knob the
emergency position setting made with the MFT-P service tool
will be effective.

Manual override (gear disengagement)

For a temporarily manual operation of the stroke spindle the 
„Gear disengagement“ button (7) must be depressed and 
hold. The gear is then disengaged and the actuator is de-
coupled as long as the button is pressed. The motor stops. 
The stroke can be adjusted by using a hexagon socket 
screw key (4 mm) which is inserted into the top of the actu-
ator. The stroke spindle extends when the key is rotated 
clockwise and vice versa.
On release of the gear disengagement button (7) normal opera-
tion is re-assumed.

Confirmation of addressing

This function is not used here. For LED (yellow) status explana-
tion pls. refer to the table below.
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Stroke adaption

A automatic adaption of the stroke spindle to the valve plunger
mechanical displacement can be triggered manually by pressing
the „Adaption“ button (9) (or with the PC-tool). Both mechanical
end stops (blue and red) are detected during the adaption. 

Following the adaption the actuator will return to normal opera-
tion, i.e. the spindle position is determined by the control signal.

For LED (green) status explanation pls. refer to the table below.

Dimensions

All measures in mm
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Technical specifications

Technical Data

Electrical data

Nominal voltage AC/DC 24

Nominal voltage frequency [Hz] 50/60 H

Nominal voltage range [V] AC 19.2 … 28.8 / DC 21.6 … 28,8

Power consumption in operation [W] 2,5

Power consumption in rest position [W] 1,5

Power consumption for wire sizing [VA] 6

Connection supply / control [mm²] Terminal: 4  / cable:  4 x 0,75 

Parallel operation Ja

Functional data

actuating force [N] 1000 N

Positioning signal Y [V] DC 0…10

Positioning signal Y note [kΩ] Input impedance 100

Operation range Y [V] DC 0,5…10

Operation range Y variable [V] Start point DC 0,5…30 / end point DC 2,5…32

Position feedback U [V] DC 0,5…10

Position feedback U note [mA] max. 0,5

Position feedback U variable [V] Start point DC 0,5…8 / end pointt DC 2,5…10

Setting emergency position [%] Actuator spindle 0…100 , adjustable (POP-rotary button)

Bridging time (PF) variable[s] 1…10

Position accuracy [%] 5 absolute

Manual override Gear disengagement with push-button

Nominal stroke [mm] 20
Actuating time [s/mm] 150/20

Actuating time emergency control function [s/mm] 35/20

Override control MAX (max. position) [%] 100

Override control MIN (min. position) [%] 0

Override control ZS (intermediate position only AC) [%] 50

Override control ZS variable ZS= MIN …MAX

Sound power level motor max. [dB(A)] 55

Sound power level motor note [dB(A)] 55 bei 90s Laufzeit

Sound power level emergency control function [dB(A)] 60

Position indication [mm Hub] mechanically 5…20

Safety

Protection class IEC/EN III Safety extra-low voltage

Degree of protection IEC/EN IP54

EMV CE according to 2004/108/EG

Certification IEC/EN tested according to: IEC/EN 60730-1 und IEC/EN 60730-2-14

Mode of operation Type 1.AA

Rated surge voltage supply/control [kV] 0,8

Pollution degree of the environment 3

Ambient temperature [°C] 0…50

Storage temperature [°C] - 40…80
Ambient humidity [% RH] Max. 95, not condensing


